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March 3, 2018 Tempotary Certificate of Occupancy
vd o itions, from
Attn: Inspection Services Division Manager Granted f F’aCheFi ‘Z“‘/E‘;"i rfo :,
Building Division .? / unti

City of San Jose — Dept. of Planning, Building, & Code Enforcement Signed:

200 E. Santa Clara Street
San Jose, CA 95113 Date: /7Y /) /5 —

RE: Request for Temporary certificate of Occupancy

Business Name: Tesla CPO Service Center Permit # 17-018159, 17-033906
Address: 1460 Mabury Road Plan Check # 17-017448

We request that Temporary Occupancy be granted at the above business location to be in effect on
March 12, 2018 and expiring at 12:00 noon on June 12, 2018.

The reason we need Temporary occupancy is because our final inspections have been delayed due to
PG&E service upgrades not completed and tentatively scheduled for install in late April or early May.

We acknowledge that the following list of items is yet to be completed or corrected.

Building ltems: 1) Spray booth final, 2) Additional illuminated Exit Signs, 3} Cane rails at drinking
fountain, 4) Existing bathroom accessories adjusted to current code, 5) ADA route from sidewalk and
parking signs, 6) Special inspection letters for all equipment anchorage, 7) Secure lockers in breakroom

Electrical Items: 1) complete installation of all service upgrade equipment, panels, and transformer.

Fire items: 1} Complete fire sprinklers in spray booths, 2) Complete fire alarm inspection at new air-
handler equipment once powered, 3) Install 3D signs at fire extinguishers and “this door to remain
unlocked during business hours” at front entrances, 4) Final HAZ-MAT inspection.

Before the Temporary Certificate od Occupancy expires, we will schedule inspections for the items in the
- above list to resolve these to the satisfaction of inspectors in both the Building Division and the Fire
: Department. If we fail to comply by the expiration date, we will cease alli occupancy and vacate the
mises until the building is in full compliance.

%W%wa

Busiress Owner Date

Jason Woads - Senior Manager Construction / Tesla

George Chapa

Print Name: Print Name:
Tesla All Bay Contractors, Inc.
Business Name: Business Name:
513- -0236
3-926 650-444-3487
Phone: Phone:

jawoods @tesla.com

george @allbaycontractors.com

Email: Email:

43233 Osgood Road, Fremont, CA 94539 Phone 650.298.0577 Fax 650.298.0588
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Permit Record

CITY OF &
SAN]osE Permit #: 2017-018159-C1.
Project Location: 1460 MABURY RD

CAPITAL QF SILICON VALLEY

ermit Date: [Aug 08, 2017 spection Area: 7A older: [CI-Warehouse/Storage-Tenant Improvement
lr%ennit Approvals Granted: [Building: 4. Camplete Mechanical: 4. Complete; Plumbing : 4. Complete

Associated Permits: Building, Electrical, Plumbing, Mechanical

APPLICANT: DEBBIE MCDERMOTT RSN276202 APPLICANT: DEBBIE MCDERMOTT RSN617583
APPLICANT: ZEDEN JONES RSN1437223 OWNER: HERTZ REALTY INC RSN922714
CONTRACTOR: ALL BAY CONTRACTORS | RSN387432 Permit Tech:; Alec Sheldon

Bldg Plan approved by: Farheen Sultana Mech Pian approved by: Robert Mori

Mechanical plans in field Plumb Plan approved by: Robert Mori

Piumbing plans in field

Description: AREA OF WORK: 60,800SF

1) INT TTI FOR TESLA VEHICLE SERVE INCLU 2 CAR WASH STATIONS

2) INSTALL Lifts & alignment racks & INTERIOR cyclone fencing for storage of auto parts
3) INSTALL HVAC units on roof of 40 foot high building with a 3 foot high parapet.

) Minor interior demolition of demising wall, suite 100 wil} be eliminated

) RESTRM UPGRADE

5) Panel upgrade for all electrical work for repair and service area (electrical only)
6) Storage for batteries

*DEF SUBMITTAL FOR TRANSFORMER & EQUIP ANCHORAGE*

**EQUIPMENT AND SPRAY BOOTH ON SEPERATE PERMITH***

***AS PER APPROVED PLANS***

Technical Description: # Of Stories: 1; Conditioned?: Yes; Use 1: R & D Lab; Use 1 Sq Ft: 58346; Use | Construction
Type: 11I-B; Use 1 Occupancy: 5-1; Use 2: Office; Use 2 Sq Ft: 1368; Use 2 Construction Type: V-B; Use 2 Occupancy: B,
Design Conditions: Smoke Control System: N/ A; Flood Zone: AO, AH;
Applicable Codes: 2016 CBC, CMC, CPC; 2016 NEC; 2016 Energy; 2016 Access;
Zoning: LI

onditions: ***ELECTRICAL PERMIT TO BE PULLED SEPARATELY ***

A EE] AL o EEEE . e ——— e L L L < e —— -

[ssue Certificate of Occupancy: Yes
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B Bothovasy, Bl Yranetovmar Ssr Prowg, v Moy oy Eletneal Cms:mﬁm-'z/'gg

Final Inspection Record
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928 | PlumbingFinal | ’Z( -1 1 U )
938 Mechanical Final 2-—2{ (9 '

948 Building Final
957/958 | Fire Department Final
See other side for interim inspection record

You have a maximum of 45 Building inspection hours and 9.86 Fire inspection hours allocated for this
permit.Inspection time will be determined using the requested inspection time or the actual expended inspection
time, whichever is greater. Please note that inspection time includes 10 minutes of travel time per stop. Once the
allocated inspection time is exceeded additional fees will be assessed for additional services. Cancellation or
rescheduling of a scheduled inspection must be received by 2:00 p.m. 2 business days prior to the inspection;
otherwise, the inspection time requested will be debited from the allotted hours. Cancellation time may change.
Field coordinator name: Ken Cowl, phone #: 408 §35-6844 . Building Supervisor name: Ken Cowl, phone #: 408

K18 LQAA Dharmmhinsg Cunnmmrtens mamn Wawl Vaw Tacéal nnhana H: ANRQ &L TTT1LT T cnlhndusla naw smonnanfinm mnlaasna

A permittee is entitled to reimbursement of unused permit fees if the City of San Jose fails to conduct an inspection of the
permitted work within 60 days of receiving a written notice the work is complete and ready for inspection.

This permit will expire 180 after issue date or last inspection date.

An approved inspection extends permit expiration an additional 180 days.

Please see on line web-survey at hitp://www.sanjoseca.gov/building/
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CITY OF

SAN JOS

£

CAPITAL OF SILICON VAILEY

Inspection Record

SEE OTHER SIDE FOR SCOPE OF WORK AND FINAL PERMIT INSPECTION

APPROVALS. TO SCHEDULE A BUILDING OR FIRE INSPECTION .

Building Inspections (408) 535-3555

Under Ground/Site Work

Foundation/Slab Date | Approve
111 Ground Electrode
140 Zoning/Setbacks
141 T = Footingl/G- S~ 2| u;;ﬁ:--
143 Piers
144 Grade Beams
112 Under-Slab Electrical
121] Under-Slab Plumbinglam
131 Under-Slab Mechanical _ -
142 Slab Reinforcement EG-& 7
145 Retaining/Sound Wall Footing| /04 7
|Documentation Date | Approved
146 Compaction Report o
147 Soils Observation Letter

211 U/G Electrical
221 u/G Plumbing/Sewer/Storm
222 U/G Gas Piping|
223} U/G Water] « /61777 | 1R\
224 Property Line Clean-Out| ™
Under Floor Date Approved

215( " U/F Electrical
| 223| _ U/F Plumbing
235 U/F Mechanical
245 U/F Frame

DO NOT PROCEED UNTIL ABOVE INSPECTIONS ARE APPROVED

446

Concrete Panels

|Lateral Date | Approved |

341 | Exterior Shear/Bracing

342 Interior Shear/Bracing| |

343 2nd side Shear

344 | Sub-floor Structure/ Nail

345 ___Roof Structure/Nail ) .

346 Truss Inspection

| Concrete/Block _Date Approved

o

444

Rough Frame|.=

447 Block Walls
o |448] Retaining/Sound Wall Rebar
2\_____ Electrical Rough | Date | Approved
"l 411 Walls Electrical
412 Ceiling Electrical
_ 413 ‘ Rough Electrical
Li 414 ____Photovoitaic System i
Plumbing Rough Date | Approved
421 Top-out| ¢
| 422 Tubs
§ 1423 Shower pans
L | 425] 435 Rough Gas Piping| f#24/ 4*1&,
| |Mechanical Rough Date |VApproved
< | 431 Combustion Air
:’ 432 Smoke/Fire Dampers
L3433 Rough Ducts
434 (rease Duct/Hood
Building Rough | Date | Approved |
44?2 Lath

Approved

DO NOT PROCEED UNTIL ABOVE INSPECTIONS ARE APPROVED

542 Floor/Wall Insulation
543 Ceiling (batt)
544 Ceiling (blown)
|___|Interior Finish | Date | Approved
631 Fire Resistive Duct Wrap|
641 Rated Walls
642 | Rated Ceiling
643 T-Bar
645 Rated Shafts

PLEASE CALL (408) 535-3555 OrOnline at www.sjpermits.org

Pbolsﬂ

Date ] Appro;relr

813 Pre-Gunite Electrical
823 Pre-Gunite Plumbing
843 Pre-Gunite Building|
814 Pre-Deck Electrical |
815 Light Shell Potting

844

911

Steel/Strap|

___Pre-Plaster Barriers
air DZe -A wroved

Meter Releases

Date | Approved

Electrical Releaseh

935 Gas Pressure Test

922

(Gas Release

=i

p—

Date

[Documentation Approved
904 SEecial InsEection Letter
905 Structural Observatinn_

906

Water Fixture Conserving Affidavit

SEE OTHER SIDE FOR FEN AL INSPLC TIONS

Fire Inspections (408) 535-3555

|Fire Protection Systems

Underground Installation

Overhead Installation

“Approved

Pre-action PiEing

Fixed Systems

Fire Pump_.

Pre-action Petection

Standpipe
| Fire Supp. MnnitnringZFire Alarm

Clean Agent Detection

FSD/Air Handler

Emergency Generator|

| Firefighter Air Replenishment Sys. |

Aboveground Tank/P im

Date

Hazardous Materials Systems . Approved

Haz. Compressed Gas/Cryo.

Inert Cnmpressed_ Gas

Underground Tank/Piping

Other Hazmat Sﬁtems

Storage/Use < Permit Quantity

Life Safety Systems

Date

Approved

Panic Hardware

1

Exiting & Exit Signs

Stair/Elevator/Evacuation Signs

Smoke Control System

Emergency Lighting/Elevator Size

Fire Rated Construction

Fire Extinguisher/Street Address|

P.S. Radio Coverage

Access/Hvdrants

INTERIM INSPECTION RECORD

_ PA=Partial CN=Correction Notice NR=Not Ready)
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€¥ -~ Area: 7A Building

KHORN-A  Count:[4] €

SI:
BUILDING INSPECTION NOTICE

B-4. Complete; M-4. Complete; P-4. Complete
permit # 1 [7]-Jo[1[8]1]s]o]-[c]n LI: William Mori
Supervisor Tel: 408 535-6844

Preferred:
Confirmation #: [0 1[3[4[7]6[3]4]  Received: 0212722018  By: Intemet Scheduled: [0[3] /[0 1]/]1]s
Tract: Lot: A #of Units:l ~ Map: 834D 2
Address: 1460 MABURY RD SAN JOSE
Contact: George Chapa Phone: 650-444-4487 ETACall: Y
Owner: HERTZ REALTY INC i _
Contractor: ALL BAY CONTRACTORS INC Work: (650)444-4495

Folder Name: (STI ) TESLA (BPM100%) SERVICE Subtype: Warehouse/Storage Work Proposed: Tenant Improvement
Comments: 1460 Mabury Road

Related Permits: E17-033906

[ ] I \ ‘ Insp Time: : [O| (X Inspection time listed at the left includes 10 minutes travel time.
l % l ‘

Next Inspections Suggested Number of Units: [ : l J_ I Time inspection completed
© X
o|p I
Cod¢ Description KA Cod¢ Description
5 JU/F Frame ] ) [
4 [Rough Frame N
9| 4| 8 [Building Final | I '

: T :
I ||

Inspection Code: OK = Approved, PA = Partial Approval , CN = Correction Notice, NR = Not Ready, NN = Not Necessary, RF = Re-Inspection Fee Due

Remarks: (Lf’-l"-{) P\}E@iutkﬁ. CN “é@_(]m q/aqlﬁ it 0] S

F)@L'F\wﬁ\ t (D AL sub Yeades Firz, Bz veb Pyl must e 5iQMT;;LQ“e{‘ Loz Ihe
DE it € pepont# F- 032900-CL wheh vweludie @pemy Blothe. @ PeoydE
AU Munyeated sxt Si@uf_;_ o el s BT M‘ﬁ\“rﬁd—m\t ¢ pl Reguave d
locw Yo v o BT £ aEpuE deen@ Provde Cave RaNS @ Dmﬂ\iwcg
—fouwte s s 08AE S DI ring DAY Bl AR CESSRES, UOHO CUREENY
ADA codt mEq® Vrovide ADA acce=s B¢ route ?“?o_m = dCuwel K o ¢
Al vy, Daeling 2 S gur = ©@Peey dC 9&1’%%( Losotakion e dees Yor i
Wednesday, February 28, 2018 9:48:3PAM. £ (4 \ ). ﬁwghugé,%g SEURE 10ckEr S wo bocabs wa
q-’q_bpx \LLP OJEHL 1 ‘ '

Inspector's Signature: 7 print: [K[LCTRI N | | |pate:[ OB/ [O[I[/[{[R] Page: | of

%3 City of San Jose Inspection Request Voice: (408) 535-3555 Please Retain For Your Records Office Copy >

Bulding WS 100 EXCEPYON o \SHUE TTLO, W bkt %Fr@di Soned ol




Q- ‘Area: 7A Haz Mat EREE HERNANDIJ Count: ZI 2

FIRE PREVENTION INSPECTION

- Hazardous Materi .:IIS
Permit #:[ 1] 7| -10]1 3\1 sTo[-Tcl LI
: | B Supr-:rvlisnr Tel: 408 535-6844
| - ""Jf | . Preferred:
Confirmation #: |0 [ 11347 614 |1 - Received: 02/27/2018 By: Phone Scheduled: | 0| 3 /I'O '1|! 1]8
o © Tract: . .° Lot A #of Units:0 . Map: 834 D2
Address: 1460 MABURY RD SAN JOSE =~ . - - B
Contact: George - Phone: (650) 444-4487 ETA Call: Y
Owner: HERTZ REALTY INC | S
Contractor: ALL BAY CONTRACTORS INC -~~~ Work: (650)444-4495
Folder Name: (STI ) TESLA (BPM100%) SERVICE Subtype Warehﬂuse/Starage Work Proposed: Tenant Improvement
Cﬂmments

Related Permits: 17-017448- CI—Warehuuse/Stnrage-Parent 1?—{]29880 RF CDD Review-Child, 17-031908-FE-Overhead Sprmkler

Insp Tlme |
Next Inspections Suggested Number of Um,ts_._ . A
| P|F|C» - = . |o{p|[F[C[N|R
Cod¢:  Description A Cﬂdl‘; Descrlptmn e K|P|A|A|N|F i

P _
|K[P|A]AIN]}
[9 |57 [Haz Mat FDIC Final  ; TA TTT

o

Inspectmn Code: OK = Complete Pass, PP = Partial Pms, FA F ailed, cA = Inspecuan Cancelled, NN = Not Necessary ,RF = Re-Inspection Fee Due -~
Open Final Process of Related Permits: ~ 17-03 1908-FE-Slblmg, 17—033906 CI Slbhng 957; 17—045792 FE-Sibling . {

You have a total of 0.26 hour(s) remaining un thls pralect as ni‘ Wednesday, Febrnary 28, 2018 3:57:30 PM.

“,t

Inspector's Signature: /M 5/’) PI‘lIlt Zf’t \fi}ﬂd U{ fl’f H Date ng / (f} ’ / ” Ef) Pﬁge: #Uf ‘

Customers Signature: Date:
£ et City of San Jose Please. Ret&m Fnr Y.nur Recnrds Field Copy

R




5 €Y - Area: Fire Sprinklers S R Count: zl Q

FIRE PREVENT ION INSPECTION

- ‘Engineering - Sprrnkl ers. -

Penmt# 1]7] - 03:1| |u'—3"- F|E LI
_ . ﬁﬁ‘ S Supervisor Tel:
Project Location: OFF ICE AREA ON‘LY* DO NOT SIGN
BLDG.CARDI! _ - Preferred.: h
- Confirmation#: {0 1|314]|7[65]7 R'et_le'iyald:"{}ﬂiwzﬁlﬁ By: “Phﬂnﬂ Scheduled:{ 0434 /|0]|2|/|1}8
o Tract: 1-’.".' ) Lot: A # of Units:0 M&p: |
Address: 1460 MABURY RDSANJOSE -~ .+ e
Contact: Sherry PH}?ne: (925) 753-0420 X200 “ETA Call: Y
Owner: - 5 St
Contractor: MIKE DAVI AQUAMATIC FIRE PROTECTION BT (925)753-0420
Folder Name: (ST1 ) TESLA -SERVICE CENTER Subtype Overhead Sprmkler Work Proposed: Tenant Improvement
Comments; - - -

".lL
.
‘l..

% Related Permits: 17-017448-ClI- Warehﬂuse/Stnrage-Parenti 17-0181 59 CI—Warehﬂuse/Sturage Sibling, 17-033906-CI-

| ‘ l ‘ | IHSpTune AP b
Next Inspections Suggested Number of Units:| | [ - = o
o ofP R|: . | o|plF|c|N|r
. - Code Description Cod¢.  Deseription K|PIA[A{N|F
t. [7]1]3|oH Rough i i Xk
f‘ 71 1|9 |Fire Suppression Permit Final
'}I |.~
7 Inspection Code: OK = Complete Fass, PP:= Partial Pm.s', FA = Failed, CA '=Inspecﬁan-(,‘ﬂ}m£ﬂed NN = Not Necessary ,RF = Re-Inspection Fee Due
Open Final Process of Related Pﬂﬂnilﬂii 17-018159- CI Slhllng-957 17—013159‘01 Slbllng -958; 17-033906-CI-Sibling-957; 17-045792-
}E H‘:%F ) : ™r My 1 . . . . :
Remarks: o Dt él‘_'za'x;) {fz ﬁ { :* 55""511"' _‘ : -rﬁu £) sce. AsSp. ]
oonenoer. — (oL A 3A = e ol Mo 0 Zoe  £1\2'Tepm D .
f COL., At = N M\ ﬂu.-l'("ﬂ C.’ad E“E&.f"'ﬂz; |
Co. \ £ .2 =< H"ED‘S l*-lf"\l cﬂ)‘f!’-‘“—-@xﬂhcﬁ A
; Yoer  Orsie Foe E0OTHS, - fﬁ*b’irfﬁu—w 3 MI"""H CoclEcl pu THEE, FELT,

OFEicE. Age b~ oL
w&’euab\_ﬂ. DS CcTERE -be-a \J«o Qﬁstc-ma,; QAP TR RO EweedT or.

You have a total of 0.59 hour(s) remaining on this proj ect as of Wednesday, Februﬂry 28, 2018 5:00:23 PM. . e i
“1 P | S ( |
Ins;ﬁectﬂr's Signature: Print; i:} L Arrﬁ [ | | Date: ___a / I Q{,/ f 5 Page:  of 4
Customers Signature: S ] Date:
- {:} | City of San Jgs;Ple‘ase H.f:.tamlEphr Yﬂur R;cﬂrds ' Field Copy {:} '




[

€ " Area: 7A Fire Eng. | "SI U-ASSIGN Count: (4 | €

FIRE PREVENTION INSPECTION

Architectural Engineering |
Permit #:| 1 } |0 1]8]1 5[9[ cli]: LI:
L S Supervisor Tel: 408 535-6844

. | | - - Preferred:
Confirmation #: [0 | 1|3 [4| 7|65 |0 Received: 02/27/2018  By: Ph,n"_r,ie N Scheduled: [0 |3}/]0f2|/1]8
v Tract:” S Lot: A.- # of Units:0 Map: 834D 2

Address: 1460 MABURY RD SAN JOSE o o

Contact: George | - o -:Phnné:'-(GS_{l) 444-4487 ETA Call: Y

Owner: HERTZ REALTY INC T

Contractor: ALL. BAY CONTRACTORS INC | S Work: (650)444-4495

Folder Name: (STI ) TESLA (BPM100%) SERVICE Subtype Warehﬂuse/Stﬂrage '- - Work Proposed: Tenant Imprnvement

Comments:

Related Permits: 17-017448-CI-Warehouse/Storage-Parent, 17—029880-RF-CDD Review-Child, 17-031908-FE-Overhead Sprinkler

T 11] Insp Time: [7) :F ol

Next Inspections Suggested Number of Units:

o

.
Z
—

Code Description klpial
9| 5| 8 [Fire Architectural FDIC Final X"

Cod¢ Description

[T

Inspection Code: OK = Complete Pass, PP = Partial Pass, FA = Failed, CA = Inspection *Cﬂnceﬂei NN = Nof Necessary ,RF = Re-Inspection Fee Due
Open Final Process of Related Permits: ~ 17-031908-FE- SIblmg, 17—033906 CI-Sibling-957; 17 -045792-FE-Sibling

Remarks: q_( U ""_**- _ﬂ’} «"‘:"’" J_B “\EC:JC\ ("4 LS (\( &(‘Lﬂ/b{ n}

J’i rpr}\ﬂ(f :53r S Lﬂ“‘ -4 O OAVE / _,A | 31(95
é&a{_\«n fﬂ (]‘«f\(’mﬂ j{ef; 1N ot (‘a c;LffC?'\Tf ¢ Enn 4’ _m .

I o 7CO :JZET Cre Ao emd Sﬁmﬁef
R \/af i€ Eﬁm’nnl’ ;H 5
You have a total of 6.86 huur(s) remaining on this project as nf Thursday, March 01 201'8 :56:2

.Datam /}Q%g/ [ﬁ; ~ Page: Luf_l_

Date: 2 )|

Inspector's Signature:

Customers Slgnature.

£

Field Copy ¥

-




- £ Area Fire Alarms | a ERERERSIEE I s  Count: zl &

FIRE PREVENTION INSPECTION ;
" Engineering - Alarms o | f
Penmt# |_L7 Jolals[7]o]2]-TF[e] = b
L L o Supervisor Tel:
T Preferred: AM
Cunﬁrmatinn#:’[}‘ 1‘3 5]0 216(9 Recewed 032‘08/’2018 :By: Phone Scheduled: | 0 3‘/ I 0]9(/]|1}8
| Tract o Lot A # of Units:0 Map:
Address: 1460 MABURY RD SAN JOSE . . N
Contact: Chris . S Bl -Phiéne:l(702‘)‘r305-8479 ETA Call: Y
Owner: Ch T e T
Contractor: BARRY WOODWARD CONVERGINT TECI—I'NOLOG ES'ELC Work: (510)921-8036

“Folder Name: TESLA SERVICE CENTER o Subtype Fire A!ann System Work Proposed: Tenant Improvement
Comments: a.m. not guaranteed. -

) Related Permits: 17-017448-CI- Warehuusez‘Stnrage-Parent 1’? 018159 CI WarehousefStorage-Slblmg, 17-031908-FE-Overhead
‘ ‘ | ' | InspTlme [ L" -
Next Inspections Suggested Number of Uriits:{- 1

{or
% oize./ {or Logn J’“”Eé_'

jﬁ(&"? O*"‘:,.,Z... ¢ L

Hf@ ﬁ‘m#‘
* e e

R Teeden corcar, of p[F[cN]x
Cod¢ Deseription | |. Code DESErlptlﬂﬂ K|P{A|A|N|F
7 3J'1 Fire Alarm test R R :
| 7| 3| 2 |Fire Suppression Detection -
7]3]9 Fire Alarm System Permit Final

3

Inspection Code: OK = Complete Pass, PP = Pm:af Pas.s, FA = Faded, CA = Iu.s'peman Canceﬂeaﬁ NN = Nat Necessary ,RF = Re-Inspection Fee Due

Open Final Process of Related Permits: 17-018159 CI—Slblmg 957 17-018159 CI—SIbllﬂg—QSS 17 031908-FE-Sibling; 17-D33906 CI-

-~ L AL Fa W

Sk

Remarks: i:) V‘Q": (ﬁ - ,:;j_ {\\j W,—;AQ(;’FH “;._;.)C’,_\_A,,\C "\ 4 (1) r:::amﬁé?r % A Jc_[«. L a kS 5€f H 2

1 e

ohgegy N\ leobol nkley ils@rc G et  Bls@p A
[oWg | , .
e, (om 0alofl3 inspeclion 1o o)l perdling

A; fﬂ F‘Llﬂ‘uf"}[\

- You have a tutal of -0.39 hour(s) remammg nn thls prn]ect as nf Thursday, March 08, 2018 10:55:19 AM.

> prnt: g Ik :*!'~|{-.. LIRT T Datey b [/loR [/l gl Page: s oty
e et Date: 2 g ! 2;
City uf,S;?u;l J_p:lse.ll?l;a,sc Ratam Fﬂ_r'&"fmir Records™ I ~ Office Copy €

| Inspector's Signature:

‘Customers Signature:

Q :




~ .

* & Permit Record
LCITY QF
SAN JOSL' Permit #: 2017-033906-CI

Project Location: 1460 MABURY RD
CAPITAL OF SILICON VALLEY

Permit Date: {Sep 06,2017  [[nspection Area: 7A [Folder: IC1-Warehouse/Storage-Tenant Improvement

Permit Approvals Granted: |Electrical: 4. Complete

Associated Permits: 2017-018159-CI; Building, Electrical, Plumbing, Mechanical

APPLICANT: ALL BAY CONTRACTORS IN RSN387432 OWNER: HERTZ REALTY INC RSN922714
CONTRACTOR: ALL BAY CONTRACTORS | RSN387432 Permit Tech: Barbara Rodriguez

Bldg Plan approved by: Farheen Sultana Elec Plan approved by: Miguel Enriquez
Electrical plans in field Mech Plan approved by. Robert Mori
Mechanical plans in field Plumb Plan approved by. Robert Mori

Plumbing plans in field

Description: 1) INT TI FOR TESLA VEHICLE SERVE INCLU 2 CAR WASH STATIONS
2) INSTALL Lifts & alignment racks & INTERIOR cyclone fencing for storage of auto parts
3) INSTALL HVAC units on roof of 40 foot high building with a 3 foot high parapet.

4) Minor interior demolition of demising wall, suite 100 will be eliminated
5) RESTRM UPGRADE

5) Panel upgrade for all electrical work for repair and service area (electrical only)
6) Storage for batteries
*DEF SUBMITTAL FOR TRANSFORMER & EQUIP ANCHORAGE*

*HEQUIPMENT AND SPRAY BOOTH ON SEPERATE PERMIT**#
***AS PER APPROVED PLANS***

Technical Description: # Of Stories: 1; Conditioned?: Yes; Use 1: R & D Lab; Use 1 Sq Ft: 58346; Use 1 Construction

Design Conditions: Smoke Control System: N / A; Flood Zone: AO, AH;

Type: IlI-B; Use 1 Occupancy: S-1; Use 2: Office; Use 2 Sq Ft: 1368; Use 2 Construction Type: V-B; Use 2 Occupancy: B;

b,

pplicable Codes: 2016 CBC, CMC, CPC; 2016 NEC; 2016 Energy; 2016 Access; . —

oning: LI

Conditions: ***BPM PERMIT PULLED SEPARATELY ***

[ssue Certificate of Occupancy: Yes : =

mw.g.h@ ot-€lectvical Conshruth om - Minh pe.

Final Inspection Record

e " N ._;*. -
AN rir § '.rih:{u 1|H‘-H

L SRS Gl

148 PW Flood F inal
918 Electrical Final )
957/958 | Fire Department Final

See other side for interim inspection record

A total of 15.5 hours of inspection time have been allocated for this permit.Inspection time will be determined using
the requested inspection time or the actual expended inspection time, whichever is greater. Please note that
inspection time includes 10 minutes of travel time per stop. Once the allocated inspection time is exceeded
additional fees will be assessed for additional services. Cancellation or rescheduling of a scheduled inspection must
be received by 2:00 p.m. 2 business days prior to the inspection; otherwise, the inspection time requested will be
debited from the allotted hours. Cancellation time may change. Field coordinator name: Ken Cowl, phone #: 408
535-6844 . Electrical Supervisor name: Bruce Campbell, phone #: (408) 535-7815. To schedule an inspection, please
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A permittee is entitled to reimbursement of unused permit fees if the City of San Jose fails to conduct an inspection of the

permitted work within 60 days of receiving a written notice the work is complete and ready for inspection.
This permit will expire 180 after issue date or last inspection date,

An approved Inspection extends permit expiration an additional 180 days.
Please see on line web-survey at http://www.sanjoseca.gov/building/




n, g"@ Inspection Record

SAN JOSE SEE OTHER SIDE FOR SCOPE OF WORK AND FINAL PERMIT INSPECTION
APPROVALS. TO SCHEDULE A BUILDING OR FIRE INSPECTION

CAPITAL OF SILICON VALLEY PLEASE CALL (408) 535-3555 Or Online at www.sjpermits.org
Building Inspections (408) 535-3555 . Date | Approved
Foundation/Slab | | _Approved | Pre-Gunite Electrical|
111 Ground Electrode| - 823 Pre-Gunite Plumbing
140 Zoning/Setbacks| | 843 Pre-Gunite Building
141 Footin 214 Pre-Deck Electrical
143 Piers 815 Light Shell Potting
144] Grade Beams 844 _Pre-Plaster Barriers|
| 112] Under-Slab Electrical| | Fireplace Repair Date | Approved
121 Under-Slab Plumbing 842 Steel/Strap| L
131 Under-Siab Mechanical Meter Releases ___| Date | Approved
142 Slab Reinforcement 911 Electrical Release
145 Retaining/Sound Wall Footing| 925 1935 | Gas Pressure Test|
Documentation L Date | Approved | 922 _Gas Release]|
146 _ Compaction Report | Documentation . Date _| Approved |
147 Soils Observation Letter 904 Special Inspection Letter
DO NOT PROCEED UNTIL ABOVE INSPECTIONS ARE APPROVED 005 Structural Observation
Under Ground/Site Work | Date | Approved 906 | Water Fixture Conserving Affidavit
211 i U/G Electrical| SEL OTHER SIDE FOR FINAE INSPLC TTONS
221 U/G Plumbing/Sewer/Storm
222 U/G Gas Piping Fire Inspections (408) 535-3555
223 U/G Water . Fire Protection Systems | Date
224 Property Line Clean-Out 1 - Underground Installation|
Under Floor ' Date Approved ¥ 5= Overhead Installation|Be e
| 215] U/F Electrical| O U4 Pre-action Piping
225 U/F Plumbin X _[C00TH-2o- HPRFisidesslons
235 U/F Mechanical - »% | \IM.E WenisE M
245 U/F Frame Standpipe
DO NOT PROCEED UNTIL ABOVE INSPECTIONS ARE APPROVED LT Fire Sugp Monitoring/Fire Alarm|
| |Lateral . Date | Approved Pre-action Detection|
341 Exterior Shear/Bracing " Clean Agent Detection
342 Interior Shear/Bracing ) FSD/Air Handler
343 | 2nd side Shear [ Emergency Gagiamr
344 | Sub-floor Structure/ Nﬂ?l_ Firefighter Air Replenishment Sys. _
i:g R“‘F}f Strulcturez’N ail T;L Hazardous Materials Systems Date | Approved
russ Inspection L Aboveground Tank/Pipin
_' Concrete/Block | Date | Approved Haz. Coripressed Gasféﬁ
mﬁ Concrete Panels Inert Compressed Gas|
447 Block Walls Underground Tank/Piping|
4438 Retaining/Sound Wall Rebar Other Hazmat Systems|
_ Electrical Rﬂllgll ) Date Ap_proved Stnrage{U se < Permit Quantity |
411 , Walls Electrical X< |Life Safety Systems Date I Approved
412 Ceiling Electrical ' Panic Hardware
413 Rﬂugh Electrical Exiting & Exit Si Ensf {
| 414 _Photovoltaic stteml N Stair/Elevator/Evacuation Signs
Plumbing ough Date Approved . Smoke Control System
(421 Top-out Emergency Lighting/Elevator Size -I
422 Tubs Fire Rated Construction
423 Shower pans Fire Extinguisher/Street Address 1
[ 425 435 | Rough Gas Piping| _ : P.S. Radio Coverage
L [Mechanical Rough Date Approved _Access/Hydrants
431 | Combustion Air . - Alternate Materials
432 Smoke/Fire Dampers
434 Grease Duct/Hood PA=Partial CN=Correction Notice NR=Not Ready)
Building Rough | Date Approved Date Code Insnector
442 Lath Eﬁ" =LY m
444 Rough Frame q/g Z‘W"g /)/2;
DO NOT PROCEED UNTIL ABOVE INSPECTIONS ARE APPROVED YT VZ
Insulation _ Date | Approved —CZL‘g? /5 %/ =
542 Floor/Wall Insulation L/ZL%&E
543 Ceiling (batt)
544 Ceiling (blown)
t Interior Finish Date | Approved
631 Fire Resistive Duct Wrap .
641 Rated Walls
642 | Rated Ceiling
643 T-Bar _
645 Rated Shafts !




€> Area: 7A Electrical SI: MHOWIE-A Count: El Q

H""

‘ BUILDING INSPECTION NOTICE

E-4. Complete

Perm1t#|1‘7[-‘0‘3]3‘9'0'6'-‘C|I] L1: Thomas Brim

Supervisor Tel: (408) 535-7815

]

Preferred:
Confirmation #: ﬂnnﬂ Received: 02/24/2018 By:Intemet ~ Scheduled: 8 l / ‘ l
Tract: Lott A  #of Units:0 Map: 834D 2
Address: 1460 MABURY RD SAN JOSE . . _
Contact: George ______ Phone: 6504444487 ETACall: Y
Owner: HERTZ REALTY INC -
Contractor: ALL BAY CONTRACTORS INC Work: (650)444-4495

Folder Name: (STI ) TESLA (E 100%) SERVICE Subtype: Warehouse/Storage Work Proposed: Tenant Improvement
Comments: Phase 1 Final Elecrical

Related Permits; PMB17-018159 .

[[:l:l I:l:l:l Insp Time: . .ﬂ n Inspection time listed at the left includes 10 minutes travel time.

Next Inspections Suggested Number of Units: E. I:I:I:I:I:l Time inspection completed

<

Cod¢ Description

9| 1] 8 [Electrical Final
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Tuesday, February 27, 2018 9:59:26 AM.

Inspectm‘sSlgnature 7 Lfﬁéf:ﬂ Print: E E!'... {" 217 ..n Page: _’Luf’L

O City of San Jose Inspection Request Voice: (408) 535-3555 Fax: (408) 292-6241 Please Retain For Your Records Office Copy




